MIAMI-DADE COUNTY
g PRODUCT CONTROL SECTION
DEPARTMENT OF REGULATORY AND ECONOMIC RESOURCES (RER) 11805 SW 26 Street, Room 208

BOARD AND CODE ADMINISTRATION DIVISION Miami, Florida 33175-2474
T (786) 315-2590 F (786) 315-2599
NOTICE OF ACCEPTANCE (NOA) www.minmidade. govieconanty

Buffalo Air Handling

Division of Air & Liquid Systems Corporation
467 Zane Snead Drive

Amherst, VA 24521-4383

Scork:
This NOA is being issued under the applicable rules and regulations governing the use of construction materials.
The documentation submitted has been reviewed and accepted by Miami-Dade County RER- Product Control

Section to be used in Miami Dade County and other areas where allowed by the Authority Having Jurisdiction
(AHI).

This NOA shall not be valid after the expiration date stated below. The Miami-Dade County Product Control
Section (In Miami Dade County) and/or the AHJ (in areas other than Miami Dade County) reserve the right to have
this product or material tested for quality assurance purposes. If this product or material fails to perform in the
accepted manner, the manufacturer will incur the expense of such testing and the AHJ may immediately revoke,
modify, or suspend the use of such product or material within their jurisdiction. RER reserves the right to revoke
this acceptance, if it is determined by Miami-Dade County Product Control Section that this product or material
fails to meet the requirements of the applicable building code.

This product is approved as described herein, and has been designed to comply with the High Velocity Hurricane
Zone of the Florida Building Code.

DESCRIPTION: ¢ Big Buffalo * Air Handling Unit

APPROVAL DOCUMENT: Drawing No. 07308, titled “Buffalo Air Handling”, sheets 1A, IB, 2, 3, 4A, 4B, 5, 6,
7 & 8 of 8, prepared by Buffalo Air Handling, dated May 04, 2005, last revised on March 11, 2013, signed and sealed
by Stephen V. Gregory, P.E., on March 11, 2013, bearing the Miami-Dade County Product Control Renewal stamp
with the Notice of Acceptance number & the expiration date by the Miami-Dade County Product Contro! Section.

MISSILE IMPACT RATING: Large and Small Missile Impact Resistant

LABELING: Each unit shall bear a permanent label with the manufacturer's name or logo, Amherst, Virginia and
the following statement: "Miami-Dade County Product Control Approved”, unless otherwise noted herein,

RENEWAL of this NOA shall be considered after a renewal application has been filed and there has been no
change in the applicable building code negatively affecting the performance of this product.

TERMINATION of this NOA will occur after the expiration date or if there has been a revision or change in the
materials, use, and/or manufacture of the product or process. Misuse of this NOA as an endorsement of any product,
for sales, advertising or any other purposes shall automatically terminate this NOA. Failure to comply with any
section of this NOA shall be cause for termination and removal of NOA.

ADVERTISEMENT: The NOA number preceded by the words Miami-Dade County, Florida, and followed by the
expiration date may be displayed in advertising literature. If any portion of the NOA is displayed, then it shall be
done in its entirety.

INSPECTION: A copy of this entire NOA shall be provided to the user by the manufacturer or its distributors and
shall be available for inspection at the job site at the request of the Building Official.

This NOA renews NOA #10-0804.17 and consists of this page 1, evidence submitted pages E-1 & E-2 as well as
approval document mentioned above.
The submitted documentation was reviewed by Helmy A. Makar, P.E., M.S,

Yo s NOA No. 13-0220.07
T rf”’, 4 AA i~ Expiration Date: 042412018

e / Approval Date: 05/16/2013
o5 S 1E S e}z Page 1




Buffalo Air Handling

Division of Air & Liquid Systems Corporation
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NOTICE OF ACCEPTANCE: EVIDENCE SUBMITTED

EVIDENCE SUBMITTED UNDER PREVIOUS APPROVAL #06-0322.01

DRAWINGS

1. Drawing No. 07308, titled “Buffalo Air Handling”, sheets 1A, 1B, 2, 3, 44, 4B, 5,
6, 7 & 8 of 8, prepared by Buffalo Air Handling, dated May 04, 2003, signed and
sealed by Win Barnett, P.E., on March 06, 2008.

TESTS

I Test reports on 1) Uniform Static Air Pressure Test, Loading per FBC TAS 202-94
2) Large Missile Impact Test per FBC, TAS 201-94 3) Cyclic Wind Pressure
Loading per FBC, TAS 203-94 along with marked-up drawings and installation
diagram of Aluminum Air Handler Model 1 BB Outdoor Unit, prepared by
National Certified Testing Laboratories, Test Report No. 210-3148-1, 2, dated
July 26, 2005, signed and sealed by Gerard J. Ferrara, P.E.

CALCULATIONS
1. None.

QUALITY ASSURANCE
1. By Miami-Dade County Building Code Compliance Office.

MATERIAL CERTIFICATIONS
1. Die Drawings.

EVIDENCE SUBMITTED UNDER PREVIOUS APPROVAL # 10-0804.17

DRAWINGS

1. Drawing No. 07308, titled "“Buffalo Air Handling”, sheets 14, 1B, 2, 3, 44, 4B, 5,
6, 7 & 8 of 8, prepared by Buffalo Air Handling, dated May 04, 2005, last revised
on January 21, 2010, signed and sealed by Win Barnett, P.E., on April 25, 2010.

TESTS
1 None.

CALCULATIONS
1. None.

QUALITY ASSURANCE
1 By Miami-Dade County Building Code Compliance Office.

MATERIAL CERTIFICATIONS
1 None.

STATEMENTS
1. Letter of conformance, dated July 12, 2010, signed and sealed by Win Barneit, P.E.
2. Letter of name change, dated July 10, 2010, signed by Ted Krueger.

} [ ff - _,,!‘f / . // / “\.

:‘j .
fle oLy Al by

- Melmy A. Makar, P.E., M.S.
Product Control Unit Supervisor
NOA No, 13-0220.07

Expiration Date: 04/24/2018
Approval Date: 05/16/2013



Buffalo Air Handling
Division of Air & Liquid Systems Corporation
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NOTICE OF ACCEPTANCE: EVIDENCE SUBMITTED

NEW EVIDENCE SUBMITTED

DRAWINGS

1. Drawing No. 07308, titled “Buffalo Air Handling”, sheets 14, 1B, 2, 3, 44, 4B, 5,
6, 7 & 8 of 8, prepared by Buffalo Air Handling, dated May 04, 2005, last revised
on March 11, 2013, signed and sealed by Stephen V. Gregory, P.E., on March 11,
2013.

TESTS
1. None.

CALCULATIONS
1 None.

QUALITY ASSURANCE
1. By Miami-Dade County Department of Regulatory and Economic Resources.

MATERIAL CERTIFICATIONS
1 None,

STATEMENTS

1. Letter of conformance to FBC, 2010, dated March 11, 2013, signed and sealed by
Stephen V. Gregory, P.E.

| /!,/{ RNy s

Helmy A, Makar, P.E., M.S.
Product Control Unit Supervisor
NOA No. 13-0220.07

Expiration Date: 04/24/2018
Approval Date: 05/16/2013
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END WALL
{INTERIOR

CORNER) \

SIDE WALL

WALL BRACING
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N

SUPPORT

/VERIICAL CUT-OFF

TEK SCREW
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VERTICAL CUT-OFF

/WALL BRACING

INTERNAL BRACING DETAIL
TYP. BOTH SIDES

DETAIL A
SCALE1:8

Air Handler Consiruction:

The fest specimen was a one (1} panel deep by three (3] panel wide
alurminum Air Handler including roofing and fiooring .
[drawing 07308 sheet 1 of 8. The insida roof and walls consisted of
2.0" thick aluminum skin panels filled with 2.5 Ib/cft density foam
drawing 07308 sheet é of 8]. The front and back walls were three
3} panels wide, connecied together with thermally broken exiruded
H-channet (drawing 07308 sheet 7 of 8 detall CJ, #12-14x1.0" 3.5, Hex
Head Tek screws with neoprene bonded washers, 0.75" from the top
and 12.0" on center there afler on both the interior and exterior, A
bead of polyurethane adhesive sealant was applied between the
H-channel and the panel on both the exterior and inferior sulaces
(crawing 07308 sheet 7 of 8, delfail A}. An exiruded thermally broken
aluminurm W-channe! [drawing 07307 sheet 7 of 8, detail A}, connected
the sidewall panel fo ihe front/back woll panel to form the comer. The
fcéteners, fastener layout, and adhesive seakant are identical as described
above,

The wall to inside roof connectionis the same as the corner connection
except the fasteners located in the interior of the aluminum shape secure

the aluminum shape fo the inside wall panst {drawing 07308 sheet 7 of 8,
detail A}. Roof panel is then installed on the wall panels and secured with
polyurethane adhesive sealant and #12-14 x 1.0" 5.5, Hex Head Tek screws
with neoprene bonded washers, located 1.75" from the end (froni/rear wall
panels) and 12.0" on center, both interior and exterior. The sidewall
connections were the same except the fasteners were located from lefl 1o
right at 3.75". 11.5" and 20.75" (exierior) and 1.25, .75 and 18.5" {interior).

The wall panels were secured o a themally broken U-channel {drawing 07308
sheet 7 of 8, defail 8] with adhesive sealant and #12-14x1.0" §.5. Hex Head
Tek scraws with neoprene bonded washers. Fasteners location is typical for
both top and bottom. The U-channel was secured to the base from inside

the U-channel with 0,375" Hilti nails located at 12.0" on center for the front/back
walls and 0.75%, 11.5" and 21.5" for the sidewalls.

Reinforcement:
Qiy

Four (4}
ltem9

Location \\\
N

Descripiion

Verticol L-angle steel reinforcement (M7)
2,713" wide x 3.975" long x 0.10" thick
{drawing 07308, shieet 1B of 8, detail A)

C-channel steel reinforcement {B8-3)
1.20" x 2.078" x0.125" thick .
{drawing 07308, sheet 1B of 8, detail A)

Interior Wall Panel Splice
©

*

.

Eight (8)

Four spaced hor. At each
fterm 10

Interior Wall Panel Splice
41.0" on center.

=

B
Hor. Hat charninel steel reinforcement -
1.75" wide x 93.875" long x 2.250" dee .
(drawing 07308, sheet 1B of 8, detait Aﬁ)

1.5" x 2.0” L-angle, 10 %0. .
(drawing 07308, sheet 1B of 8, detail A}

Mid-span front/frear wall

Two (2{
panel 46.75" G.C. from top

ltem

Eighi (8 ‘s
Iigm 1[4} ‘y

Two each end of hat channel

s

The verlical L-angles {M7, ltlem %) were secured 1o the Interior side of ihe front/back

wall H-channels with #12-14 x 1.0" 8.5, Hex Head Tek screws with neocprene

bonded washers, in a row of two (21 located on center from the top 1.50",

275", 26,25", 38.25", 45", 48.25", 54", 66", 70.75", 8%.5", 102", 114", 125.25"

and 127". The horizontal C-channel (B3, ltem 10} was secured to the vertical L-angles

at each end with four (4) #12 x 1.0" 5.5, Hex Head Tek screws with neopreng

bonded washers, See detail A, Drawing No., 07308, sheet 1B of 8. The Hat channel [bliem 11

was secured 1o the interior comer with fwo (2) L-angles ](Item 14) and #12-14 x 1.0" 8.5,

Hex Head Tek screws with neoprene bonded washers. [The hat channel was secured af each

infernal reinforcemeant with {2 #12-14 x 1,07 5.5, Hex Head Tek Screws with neoprene bonded

washers} See delail A, Drawing No. 07308, sheet 1B of 8.
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Generaf Notfes:

- Unit noust be instaled and operated in aceordance with
service manual GB75F.

- When fanis} & in operotion, inlet or duct domperfs) must be
open to prevent danxage to the unit,

- Unit to be instolled on level surface,

- Curbyfslestmounted unifs over 1090 wide must hove

perimeter supporf and support beneth each shipping spit, Cub/Steel
mounted urels over 15207

Seclions may defiect duing ngging. Supplementary suppen midway at
shipping splits vl faciilale placement of sechions.

- Tropls) in drain [nes by others. Refer to trap detail: [Right}

REFERENCE ORDER AND/OR DRAWRIG

may require additional support. Consult factory.
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8 40 € 133HS ltem No. |Qty.|Description Size, Pattern Material
809[0 ] 1 |[Assembly
2 1 [Foam Insulation |x 2.0 Cu. Ft. Stock
TYP. OF {4) 4 2 |Str. Channel 6 x 4.03# x 89"L Alum.
5 3 |Str. Channel 6x4.03# x 17 1/4'L  |Alum.
7/8 6 I |Top Sheet 23 1/4" x 95" 040 Alum.
P 7 1 |Bottom Sheet 22 3/4"x 94 1/2" 040 Alum.
t . ;O 1 3/4" TYP. A -
[ 61/2" i ~+Y;
[ I D b B B T"‘T"; """"" —
301/4 7 1/4" . | i1 (5) A
OUTS. INS. ®s */@ /© (%) © )
CHNLS.  CHNLS, | ] . F
i === U e e """"'"";‘"'"'I
6 1/2"
| ) & )
23" 23" 23" 20" —
89" PRODUCT RENBWHE
as eomplying with the Florida
i’éuilding Cade 12 270 Stephen V.G PE
}(?C(_EEH(;‘}C;C_I\:{; m_‘:_’_gr;{_"”" "“f;. . Gregory,
o Lw-fz“‘ “;j“t Q?’?Zzz% & Florida License No. 72174
8 Hﬁ%‘fﬁfﬁoﬁc{fﬁm‘&agm Nolen Frisa Associates
b 103 Homestead Drive
5 Forest, VA 24551
O Cert. of Authorization No. 29445
@ Base Consiruction:
Lt
E The base is constructed of Aluminum structural C-channel 6.0" wide x 0.355" wall
- (drawing 07308, sheet 3 of 8). Each side corner stringer butt joint was welded both
TEp sides. A 0.040" thick aluminum top sheet was placed between the base and the
‘f - bottom U-channel of the wall sections and tacked into place with 0.375" Hilti nails.
RN 2.0 Ib/cft density foam was applied to the underside of the top sheet and the base
e = C-channel. A bottom sheet 0.040" thick aluminum was secured o the bottom of the
Q . AR
K g base with 0.0375" Hilli nails.
| —0 :
g MARKS General Notes: CUSTOMER
o o | NOAT | e B oporatedin accordonaowih | T " e s R 1 BB
% . LI - Trap in drain fines by others. Refer to figure 6 & 7 in service
Sz DCE manual G875F. ENGINEER
o Q O - When fan is in operation, inlet or duct damper{sj must be
=z l;: e} open o prevent damage fo the unit, TITLE
y — %! - Unit to be Installed on level, sofid surface., RS 26 CHANNEL BASE ASSEMBLY
O = Ol ¢ DRAR PAL LELOW LEVEL
Tw =z 6 M~ oo OF DRANIPAN DRAWING STATUS DESIGNER: CHECKED:
0O Z (C\'!) 0 > % - XIHI=MALUEG LEG _ L ] _ DML
ala) 0~ $ OTLES Tt J ] ] ' SCALE DATE: DATE:
5%% %8 — X SUCTOM PRESSIRE 1 SECTICH T=Dzsgummmplms::::oeaﬁs 1 B . FFALQ 0.5:12 5-4-05
< > % | > 8 i IEGATERIENALSR) PORTERTRRAS S ORDER NUMBER DRAWING NO. (REF. JO#) REV.
o] o = u>.1 5 < = REFERENCE ORDER AND/OR DRAWING ZPTRAP” DETAL AIR HA N DLING O NG h{:gggéml 07308 c
] —oNOj| —ci C-07308-1 {NOT PART OF THIS APPROVAL) 07308 SHEET 3 OF 8




840 Y 133HS ftem No. | Qly. 1Deseription Size Pattem Material Slicks
LO 1 7 Assembly 0
809 2 1 Panel 47 9/16" x 126 718" .040 Siuceo Alum. Oul.Z.040 Alum, In [¢]
3 1 Panet 35 3/8" x 126 7/8” 040 Stucco Alum. Out./.040 Alum. In o
4 i Panel 11.9/i6" x 126 7/8"  |.040 Stucco Alum. Qut.£.040 Alum, In 1
5 3 Foam 6.26 Cu, F1. Stock 0
6 1 Foam 4.73 Cu. Ft. Stock 0
7 1 Foam 1.46 Cu. Fi. Stock 0
8 2 W x 124" Stock 1
9 4 H x 1247 Stock 2
10 2 U x 96 114" Stock 1
11 2 W x 96" Stock 1
12 2 w x124” Stock i
13 1 Panel 11 9/16"x 126 7/8"  |.040 Stucco Alum, Qul./.040 Alum. In ¢]
14 1 Panel 35387 x 126 718" 040 Stucco Alum. Curt 1.040 Alum, In 4]
15 1 Panel A7ON6" X 126 718" |.040 Stucco Alum, Cul.A.040 Alum. In 4]
33" /® /® ﬁf) /@@ 16 1 |Foam 1.55 Cu. Ft. Stock o
i7 1 Foam 4.81 Cu. Ft, Stock 1]
) 18 1 Foam 6.55 Cu. Ft. Stock 0
19 2 Pangl 18 34" x 126 7/18” 040 Stucco Afum, Qut...040 Alum. In 0
20 2 Foam 217 Cu. Ft. Stock o
TYPICAL MOULDING 21 2 W x 247 Stock 1
DETAIL [ 24" 24" 24" 24" —+ 22 2_|F x 24 Stock 1
23 1 Panel 23 3M" x 95 314" .040 Alum. Out./.040 Alum, In o
QUTSIDE ROOF 24 1__|Foam 217 Cu. Ft. Stock 9
25 4 K1 Panei 2D x 24" Wx 2TL 0.04 Stucco Alum, 3]
26 1 Roof Moulding (K8) 1-1/4"D x 3"Wx §67L [.063 Stucco Alim. [§]
27 1 Reof Moulding (K8) 1-17/4"D x 2"W x 267L _[.063 Stucco Alum. Q0
28 2 Side Moulding 66/ x 2™ 083 Stucco Alum. 0
23 3/4" /@ 29 1 |Flange Head Bott 114 20 X 3/4" 55.
30 1 Lock Nut 14" S.8.
H 1 Tek Screw #12-14 x 1.0° S.5. Hex Head
32 2 Panel 47 916" x 126 7/8"  |,040 Stucco Alum. Cut L.040 Alurn. In [4]
33 4 Door Backing 2.0 x 72" 063 Alum.
95 3/4" 34 4 Door Backing 2.02° x 28" 063 Alum.
INSIDE ROOF
- * DO NOT USE BOM TO CUT EXTRUSION LENGTHS. SHOP TO
@ 57 @ CUT AT ASSEMBLY TO ENSURE ACTUATE LENGTHS.
_ﬁ% - L T S| - e F;: ————— STo=ofTTigtzo====3
y
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-7 @ ! ! -
, (EN (34 ; I -19375'x200 =
poie s 7 ~ r===t== PRODUCT REMEV/ED [ FOLISOCYANURAT
in /1 i o 33 s complyis it the Flosida | {TYPICAL)
o " ! y " ! Iuilding Coda
| i i 23 " e |
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I
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18 3/4f 95 3/4" 95 3/4" TEST PANEL Cert. of Authdrization No. 29445
LEFT HAND WAILL FRONT WALL RIGHT HAND WALL BACK WALL Qry=(2)
AARKS General Hotes: CUSTOMER
i - Undt must be instoled and operated in accordance with
i . service manual G875F, TRAN RIS Tk OO PECRIAE DRANFAN DRAN CORIECTCN USER
. = Q - ¥fhen fan(s) s In operation, inlet or duct damperls) must be CEseehiG QLaRAAG 188
< < 8 open to prevent domage 1o the unif.
EE 3 2 ~ Uni to be inslated on levet suriace. ENGIMEER
g9 [ 8 - Cutb/steel mounted units over W07 wide must have e
i Ete] & b perimeter support and support bangih each shipping split. CurbfSteel PANEL ASSEMBLY
goo a o mounted unils over 15-0° may require additional support. Consult factory, Douce LETHALGE
:,E: s o = Seichgns may cf(_aﬂed_ dusing ngging. Suplplen}enfory support midhvay at iy Himin DRAWENG STATUS DESIGNER: CHECKED:
ZZe @ . = shipping spits will faciliiate placement of seciions. Ll DML
e ov a ~Trapis] in ko Ines by others, Refer fo rop deta: (Right] T ] : T A ; .
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840 9p 133HS

-80€20-D Doot Panel Constuction;
The door outer main frame was thermally broken extruded aluminum measuring 26.410" x 74.410"
drawing 07308, sheet 8 of 8], secured fo the wall panel on the inside with a 2.02" wide x 0.063"
acking plate on all sides and secured with twao {J rows of 12-14 x 1.0" $.5. Hex Head Tek screws
with neoprene bonded washers, 1,0" from the end and 12.0" on center there after for both door
interior jJambs and two (2{ rows of #12-14 x 1.0" 5.5. Hex Head Tek screws with neoprene bonded
washer, located at 3.0%, 14.0" and 23.5". The door pone! interior frame was thermaily broken extruded
alurminum measuring 22.500" x 70.250" and secured to the wall Eonel with #12-14 x 1,0" 5.5, Hex Head
Tek screws with neoprene bonded washers, located 1/4" from the edge and 5.0" on center around
the perimeter. The door panels measured 22.313" wide x 70.250" high'x 2.0" thick, with 0.040" stucco
Aluminum cuter / 0.040" Aluminum inner skins, Between the fwo skins wos filled wilh 2.5 fb/cit
expanded Polyursthane foam. Panel skins were riveted fo the doorinner frame at each comer
interior and extercr, Two {2} rivels per corner, sixteen {16) total. An adhesive sealant was placed
between the door skins and the doorframe.
Weatherseals;
Qiy: DESCRIPTION LOCATION
Two (2) Stiips X1 153BT Self-Adhering EPDM Gaosket Door Frome Perimiter
Hardware:
Qiy: DESCRIPTION LOCATION
Two (2 70.535" long Sfaintess Steel Piano Hinge  One in each door frame jamb.
—H#12-14 x 1.0" Ong H 3.5" Stesl Hasp w/ steelrivets Mid-span of door panel.
S.5. TEK SCREW Four {4 260 Chrome Handle Assembly Two (2} each door slab.
(.040 ALUM.
! y DOOR BACKING \\\11”“”,
0.040 STUCCO
ALUM,
#12-14x 1.0
S.5.TEK SCREW
VIEW "A-A"
DOOR BACKING
PLATE DETAIL -
PRODUCT RENGWED
ws complying wiili the Florida
Building Code - Py
Accoptance No [3 - D £ 640 4
Expi?a}ieu Date g4 "fg;%'%@,@ {5
By [la e f7 Sl olpm—
Mia.f?)i DadeBiduct Contral
Stephen V. Gregory, PE
Florida License No. 72174
Nolen Frisa Associates
103 Homestead Drive
Forest, VA 24551
Cert. of Authorization No. 29445
MAARKS General Notes: CUSTOMER
- Unit must be Instalied and operated in accordance with
service manual GB75F, [RANFAN [ReH COAECTCN USER
-When fan(s) i in cperation, inlet or duct damperls} musi be AERIARG 188
= open fo prevent damage to the unit.
w - Unil fo be instofed on level surface. BHGINEER
15 - Cutb/fsteel mounted unifs over 104" wide must have —
§ perimeler support and support beneth each shipping spit. Curb/Sieel - £ PANEL ASSEMBLY
o gnoli{nfed umtsd o&ﬁer ltﬁc';O" may requrge adcgmnoli suppoit. Cons_tél\t. factory. e L e securce
& Shipping spis vl Tociiiate plasement of seehors. suppor midwiay of CFTRNEAY b DRAWING STATUS DESIGNEDR:M [
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i s BUFFALO [ 540y |
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840 G 133HS 4 ) ltem No. |Qty.{Description Size,Pattern Material
80£/0 Sea Ligr Ay 2174 1 4 |Vertical Cut-Off (M7) |23/4D x 4'W x 127 7/8'L 12ga. Galv. Stl,
L A e (N 2 | 8 [Horiz. Support (B3) |1 1/4'Dx 2"W x 19 7/8'L 10ga Galv. Sl
l A H 1 §/4" 3 2 |Bracing {Hat) 21/4'D x 1 3/4"'W x 92"L 12ga. Galv. Stl.
2 3/4n 2n .
] ‘
19 7/8"
RYLLRLLITOoN
92”
127 7/8"
O
O
O
—
5 Stephen V. G PE
O PROBUCT RENEWED tepnen V. Gregory,
O A il as eomplying with the Florida Florida License No. 72174
.C_ax Buitding Code - . . .
LU Accepianes No § = — L g et o} Nolen Frisa Associates
= Bpitation Date O [ 2 T 201 8 103 Homestead Drive
= Iy ﬁg}),;f%%ﬁi é;/f ;;’,.é {o Forest, VA 24551
mo . et o Cert. of Authorization No. 29445
S —
23
O _
> =
o —a
MARKS General Nofes: CUSTOMER
N N . . CRARIPAN z ) iy Al PAN fess
N o - ligsriv Egsﬁﬁ%i :Jné;%ﬁg%?nd operated in accordance with | ™ \ m"‘w“cfg?{;mm > \-__‘ prAcax cﬂ?&r PGS R BB
% L - Trap in drgin lines by ofhers. Refer to figure 6 & 7 in service
= 2 manual GB75F. T ENGINEER
- O - When fan is in operation, inlet or duct damper(s) must be £
=z o open to prevent damage to the unil, ) TITLE
\ y - Unit to be installed on level, solid surface. Ronim bR HARGE FABRICATED SUPPORTS
O Ny CF DRANPAN Qi v
Zw0 e LG orp DRAWING STATUS DESIGNER; CHECKED:
g& gé N PN 6 B UFF ALQ SCALE DATE: > DATE:
N 1 5 3 . .
Qb %5: o o s piia e Do 124 S/1505
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040 ALUM
INTERIOR SHEET

.040 STUCCO ALUM
EXTERIOR SHEET

2" THICK 2.5#/CU. FT.
DENSIY INJECTED
POLYUREHTANE FOAM
INSULATION

Panel Construction:

Both sidewall panels measured 18.75" x 126.875™ high x 210" thick with .040" stucco
Aluminum outer / 0.040" Aluminum inner skins. The front/back wall panels measured
47.5625" wide x 126.875" high x 2.0" thick, 38.375” wide x 126.875" high x 2.0" thick

and 11.5625" wide x 126.875" high x 2.0” thick with 0.040"

sfucco Aluminum outer /

0.040" Aluminum inner skins. Wall panels are shown on drawing 07308, sheet 4 of 8.
Between the two skins was a 1.9375" x 2,07, 2.0 Io/cft density polyisocyanurate foam
board around the perimeter with the balance filled with 2.5 ib/cft-expanded polyurethane.

“ TR S 7
S /\(3.- \CENSg Py /’/,
N ok
I net2174 T
=5 VD s
1.9375" X 2.0#/CU. FT. DENISTY BN 2 IS
POLYISOCYANURATE L& FLORDR. T NS
= FOAM BOARD S IONAL Ea
) TYP. AROUND it e
O PANEL PERIMETER ) 2
' % il /2
v
3 PRODUCT RENBWED
S as complying with the Florids
—1 Building Code | i
o AocepicaNo 1362 Le.o7 Ste[:?hen'v. Gregory, PE
L Eixpirgtion Date g_gg@gé};@f& Florida License No. 72174
= Yoo ’ ' i
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8 MARKS General Nojes: CUSTOMER
= - Unit must be installed and operated in accordance with | 5P BRAH COECION GRANAN DRAHCORREEC T
o 0 service manual GB75F, ° \ clooniwe \:, apmenme  FUsER 1BB
% % - Trap in drain fines by others, Refer to figure 6 & 7 In service
0 manual GB75F. RS 2
= : T ENGINEER
= % - When fan is in operation, inlet or duct damperts) must be (. ‘__L
e it open to prevent damage fo the unil. . TITLE
0 i - Unit to be installedt on level, solid surface. Ml e A pscusct FOAM PANEL DETAIL
2w Q - P OFDRATIPA DRAWING STATUS DESIGNER: CHECKED:
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0263 {tem No. Description
2943 1 W - CHANNEL
: 2 U - CHANNEL
3 H - CHANMNEL
J 2.063 4 |POLYURETHANE ADHESIVE SEALENT
5 0.375" HILTIFASTENER
6 12-14 x 1" §,5. HEXHEAD TEK FASTENER
M G 7 FOAM PANEL PER 07308 SHEET6 OF 8
2.063 2,263
PHENOLIC
COMPOUND 2,063
NOTES:
4.1 A ! { 1. UNSPECIFIED WALL THICKNESS 100,
2. ALUMINUM ALLOY /TEMPER &006-T5.
482 430 3 REFERENCE DWG, C-07308-1 FOR DETAIL VIEWS.
1.500 L
146
1.500 1,500
PHENOQLIC
472 COMPOUND
] ! -
2.063 PHENOLIC ,
2.263 COMPOUND PRODUCT ;’{;:N}z\?fﬁ?k y
g witdh e Florics
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2" Wall Extrusion 2 Wall Exirusion Panel Joint
Comer Moulding Opening Cap & Wall Track
HAARKS General Notes: CUSTOMER
. - Unit must be instaled ond operated in accordonce with
O service manuol GB75T, DR CCe &0t TRENFAN LRAN CEMMECTCH
a 0] - When fans} b in aperation, infef or duct domperds) rmust be QEsInIG QENBIMG USER 188
< . 9 open o prevent damage io the unit.
% o - - Unil to be instalied on level surface. ENGINEER
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1/4 - 20 x 3/4" BOLT
W/NYLON LOCK NUT

040 STUCCO ALUM
EXTERIOR PANEL WITH
TURNED UP FLANGE

Roof Construction:

The Roof inner panel measured 23.750" wide x 95.750" long x 2.0" thick,

with 0.040" stucco Aluminum outer / 0.040" Aluminum inner skins. Between
the two skins was a 1.9375" x 2.0", 2.0 Ib/cft density Polyisocyanurate foam
board around the perimeter with the balance filled with 2.5 1b/cft
expanded Polyurethane. The K1 Roofing panel, 0.040™ thick, was secured
to the cabinet using 0.063" thick L-angle 1.250" x 2.0" on the front and a
0.063" thick L-angle 1.250" x 3.0" on the back (drawing 07308, sheet 4 of 8
and 07308, sheet 8 of 8}, secured to the wall panels with #12-14 x 1.0" S.S.
Hex Head Tek screws with neoprene bonded washers, located 1.0" from
the end and 6.0” on center after both L-angles. A 0.063" thick angled side
panel for proper roof pitch was secured to the side walls with #12-14 x 1.0"
3.5, Hex Head Tek screws with neoprene bonded washers, 1.0” from the end
and 6.0" on center there after for both sides. The K1 roof Panel was secured
fo the L-angles with ¥4-20 x 0.75" Flange head bolt and nylon lock nuts,
located front and rear of the panels located from left to right 1.0” from the
end and 6.0" on center. Adhesive sealant was used between the K1 panels
and the L-angle. A U-shaped cap covered the side panel utilizing the same
bolt and nuts located from the end, left fo right 1.0", 13.0” and 260" both

ends. Each K1 panelis seamed together at the high rib with adhesive sealant
applied inside the seam.
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